1: Concrete Structure
2: Optional Damp Proofing
3: ArmorWall VP (R10, R15, or R21 Standard)
4: #14-13 Self Tapping Screw
5: ArmorSeal Sealant (Gunnable Grade) at all Seams and Fasteners
6: ArmorWall VP Return at Full Depth of Exterior Wall Assembly
7: ArmorSeal Sealant Sill Flashing (Brush Grade), Full Depth of Return, 6" up Jambs, and 4" on Face of Panel.

DETAIL TITLE: 
ARMORWALL VP TO CONCRETE SUBSTRATE WINDOW PUNCHED OPENING - FULL DEPTH RETURN

DETAIL NO.: 
SCALE: 
REVISION: 01

NOTES: 
- PRE-DRILL CONCRETE SUBSTRATE PRIOR TO FASTENING ARMORWALL PER MAXLIFE INDUSTRIES FASTENER INSTRUCTIONS.