1: Concrete/CMU Substrate
2: Approved Air and Moisture Barrier
3: ArmorWall PB (R10, R15, and R2I Standard)
4: #14-13 Self Tapping Screw
5: ArmorWall PB Return Sized for Thickness of Panel, Adhered with (2) Beads of ArmorSeal Sealant
6: StoGuard Mesh and Sto Base Coat Joint Reinforcement
7: Base Coat: Sto Primer/Adhesive-B or Sto approved alternate
8: Primer: StoPrime Sand or Sto Approved Alternate
9: Finish Coat: Stolit Lotusan 1.0 or Sto approved alternate
10: Window Assembly and Window Flashing By Others
11: ArmorWall PB Integrated Drainage Plane (reverse side of panel)

DETAIL:
STOQUIK SILVER DRAINSCREEN TO ARMORWALL PB ON CONCRETE SUBSTRATE WINDOW PUNCHED OPENING

NOTES:
- PRE-DRILL CONCRETE SUBSTRATE PRIOR TO FASTENING ARMORWALL.
- FOLLOW STUCCO SYSTEM MANUFACTURER INSTALLATION GUIDELINES.